
273 Dividend Road, Rocky Hill, CT 06067

Tel: 860.513.1473

Offices in: MA, CT, NH, VT, NY, NJ, PA, SC & FL
westonandsampson.com

January 3, 2017

Kimberly N. Tisa
Region 1 PCB Coordinator
United States Environmental Protection Agency
5 Post Office Square, OSRR07-2
Boston, MA 02109-3912

Re: Drinking Water PCB Analytical Data
Filtered Water Basins Rehabilitation Project
The Metropolitan District
Reservoir No. 6 Water Treat Facility
2900 Albany Avenue, West Hartford, CT

Dear Ms. Tisa:

Attached, please find the analytical data reports for testing of the potable water supply from Reservoir No. 6.
Testing was performed as required by the Safe Drinking Water Act and the National Primary Drinking Water
Regulations. The data for PCBs are summarized in Table 1 below. As indicated in the remedial action plan
prepared for the filtered water basins, PCBs have not been detected in the water supply from Reservoir No. 6.

Table 1
Drinking Water PCB Analytical Data

Reservoir No. 6

Sample ID
Date

Collected
Date

Analyzed
PCB
1016

PCB
1221

PCB
1232

PCB
1242

PCB
1248

PCB
1254

PCB
1260

Dist 6
(200358563)

6/13/12 6/15/12 <0.22 <0.22 <0.22 <0.22 <0.22 <0.22 <0.22

Dist 6 WSFID
00701

9/26/14 10/1/12 <0.22 <0.22 <0.22 <0.22 <0.22 <0.22 <0.22

00701 Dist 6 7/30/15 8/4/15 <0.08 <0.10 <0.10 <0.10 <0.10 <0.10 <0.10

00701 Dist 6 10/22/15 10/26/15 <0.08 <0.10 <0.10 <0.10 <0.10 <0.10 <0.10

Notes: All results reported in ug/L
Analytical data reports attached include results for multiple samples but only those labeled Dist 6
were collected at the Reservoir No. 6 Facility.

If you have any additional comments, questions, or concerns, feel free to contact me via phone at 860-986-
7929 or via email at beelerm@wseinc.com.

Sincerely,

WESTON & SAMPSON ENGINEERS, INC.
Malcolm A. Beeler, LEP
Senior Project Manager

CC: Gary Trombly, CT DEEP
Tom Chyra, CT DPH
Scott Nell, MDC

Attachments



















BC74904 - BC74906

Tuesday, October 09, 2012

Sample ID#s:

Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Project ID: CT0640011

Sincerely yours,

Laboratory Director
Phyllis Shiller

If you have any questions concerning this testing, please do not hesitate to contact 
Phoenix Client Services at ext. 200.

NELAC - #NY11301
CT Lab Registration #PH-0618
MA Lab Registration #MA-CT-007
ME Lab Registration #CT-007
NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003
NY Lab Registration #11301
PA Lab Registration #68-03530
RI Lab Registration #63
VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 
except where indicated.

This report contains results for the parameters tested, under the sampling conditions 
described on the Chain Of Custody, as received by the laboratory.  

A scanned version of the COC form accompanies the analytical report and is an exact 
duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040
Telephone (860) 645-1102   Fax (860) 645-0823



Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
406875

09/26/12
LB
see "By" below

Laboratory Data

SB WSFID 00700

Phoenix ID: BC74904

09/27/12
9:40

16:04

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
October 09, 2012

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBC74904

Client ID:
Project ID: CT0640011

DW
MCL

Sec
Goal

CompletedExtraction 09/28/12 L/D
CompletedExtraction for 525.2 10/02/12 EPA525.2
CompletedExtraction of DW Pesticides 09/28/12 L/D 508
CompletedExtraction of DW Herbicides 10/02/12 D/D 515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/04/12 JRB 504.1ug/L 0.2
ND1,2-Dibromoethane (EDB) 0.02 10/04/12 JRB 504.1ug/L 0.02

Organophosphorus Pesticides
NDAlachlor 0.44 10/01/12 JRB E507ug/L 2
NDAtrazine 0.22 10/01/12 JRB E507ug/L 3
NDButachlor 0.22 10/01/12 JRB E507ug/L
NDMetolachlor 1.1 10/01/12 JRB E507ug/L
NDMetribuzin 0.22 10/01/12 JRB E507ug/L
NDSimazine 0.15 10/01/12 JRB E507ug/L 4

Pesticides/PCB Screen
NDAldrin 0.044 10/01/12 MH E508ug/L
NDChlordane 0.2 10/01/12 MH E508ug/L 2
NDDieldrin 0.03 10/01/12 MH E508ug/L 0.03
NDHeptachlor 0.088 10/01/12 MH E508ug/L 0.4
NDHeptachlor Epoxide 0.044 10/01/12 MH E508ug/L 0.2
NDHexachlorobenzene 0.22 10/01/12 MH E508ug/L 1
NDHexachlorocyclopentadiene 0.22 10/01/12 MH E508ug/L 50
NDLindane 0.044 10/01/12 MH E508ug/L 0.2
NDMethoxychlor 0.22 10/01/12 MH E508ug/L 40
NDPCB-1016 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1221 (screen) 0.22 10/01/12 MH E508ug/L 0.5
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SB WSFID 00700
Phoenix I.D.: BC74904

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

NDPCB-1232 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1242 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1248 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1254 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1260 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPropachlor 0.44 10/01/12 MH E508ug/L
NDToxaphene 1.0 10/01/12 MH E508ug/L 3

QA/QC Surrogates
114%DCBP (Surrogate Rec) 10/01/12 MH 70 - 130 %%
117%TCMX (Surrogate Rec) 10/01/12 MH 70 - 130 %%

Herbicides
ND2,4,5-TP 0.2 10/03/12 JRB E515.1ug/L 50
ND2,4-D 0.5 10/03/12 JRB E515.1ug/L 70
NDDalapon 2.2 10/03/12 JRB E515.1ug/L 200
NDDicamba 0.2 10/03/12 JRB E515.1ug/L
NDDinoseb 0.2 10/03/12 JRB E515.1ug/L 7
NDPentachlorophenol 0.04 10/03/12 JRB E515.1ug/L 1
NDPicloram 0.1 10/03/12 JRB E515.1ug/L 500

QA/QC Surrogates
101% DCAA (Surrogate Rec) 10/03/12 JRB 70 - 130 %%

Semivolatile Organic
NDBenzo(a)pyrene 0.044 10/03/12 HM E525.2ug/L 0.2
NDBis(2-ethylhexyl)adipate 1.3 10/03/12 HM E525.2ug/L 400
NDBis(2-ethylhexyl)phthalate 0.60 10/03/12 HM E525.2ug/L 6

QA/QC Surrogates
91% 1,3-Dimethyl-2-nitrobenzene 10/03/12 HM 30 - 130 %%
80% Perylene-d12 10/03/12 HM 30 - 130 %%
95% Triphenylphosphate 10/03/12 HM 30 - 130 %%

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/05/12 H/J E531.2ug/L
NDAldicarb 0.50 10/05/12 H/J E531.2ug/L 3
NDAldicarb Sulfone 0.80 10/05/12 H/J E531.2ug/L 2
NDAldicarb Sulfoxide 0.50 10/05/12 H/J E531.2ug/L 4
NDCarbaryl 0.50 10/05/12 H/J E531.2ug/L
NDCarbofuran 0.90 10/05/12 H/J E531.2ug/L 40
NDMethomyl 0.50 10/05/12 H/J E531.2ug/L
NDOxamyl (Vydate) 2.0 10/05/12 H/J E531.2ug/L 200

QA/QC Surrogates
88% BDMC 10/05/12 H/J E531.2%

< 0.022Endrin 0.022 10/01/12 MH E508ug/L 2
NDDiquat 0.40 10/03/12 * E549.2ug/L S20
NDGlyphosate 6.0 10/01/12 * EPA547ug/L S700
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SB WSFID 00700
Phoenix I.D.: BC74904

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102
Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102

* Methods 547 and 549 analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
October 09, 2012

S = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Johanna Harrington, Project Manager

RL/PQL=Reporting/Pratical Quantitation Level   ND=Not Detected   BRL=Below Reporting Level  (less than the reporting 
level, the lowest amount the laboratory can detect and report.)   MCL = Maximum Contaminant Level   MCLG = Maximum 
Contaminant Level Goal

Page 3 of 9 Ver 1



Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
406875

09/26/12
LB
see "By" below

Laboratory Data

LB WSFID 00702

Phoenix ID: BC74905

09/27/12
9:55

16:04

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
October 09, 2012

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBC74904

Client ID:
Project ID: CT0640011

DW
MCL

Sec
Goal

CompletedExtraction 09/28/12 L/D
CompletedExtraction for 525.2 10/02/12 EPA525.2
CompletedExtraction of DW Pesticides 09/28/12 L/D 508
CompletedExtraction of DW Herbicides 10/02/12 D/D 515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/04/12 JRB 504.1ug/L 0.2
ND1,2-Dibromoethane (EDB) 0.02 10/04/12 JRB 504.1ug/L 0.02

Organophosphorus Pesticides
NDAlachlor 0.44 10/01/12 JRB E507ug/L 2
NDAtrazine 0.22 10/01/12 JRB E507ug/L 3
NDButachlor 0.22 10/01/12 JRB E507ug/L
NDMetolachlor 1.1 10/01/12 JRB E507ug/L
NDMetribuzin 0.22 10/01/12 JRB E507ug/L
NDSimazine 0.15 10/01/12 JRB E507ug/L 4

Pesticides/PCB Screen
NDAldrin 0.044 10/01/12 MH E508ug/L
NDChlordane 0.2 10/01/12 MH E508ug/L 2
NDDieldrin 0.03 10/01/12 MH E508ug/L 0.03
NDHeptachlor 0.088 10/01/12 MH E508ug/L 0.4
NDHeptachlor Epoxide 0.044 10/01/12 MH E508ug/L 0.2
NDHexachlorobenzene 0.22 10/01/12 MH E508ug/L 1
NDHexachlorocyclopentadiene 0.22 10/01/12 MH E508ug/L 50
NDLindane 0.044 10/01/12 MH E508ug/L 0.2
NDMethoxychlor 0.22 10/01/12 MH E508ug/L 40
NDPCB-1016 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1221 (screen) 0.22 10/01/12 MH E508ug/L 0.5
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LB WSFID 00702
Phoenix I.D.: BC74905

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

NDPCB-1232 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1242 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1248 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1254 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1260 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPropachlor 0.44 10/01/12 MH E508ug/L
NDToxaphene 1.0 10/01/12 MH E508ug/L 3

QA/QC Surrogates
72%DCBP (Surrogate Rec) 10/01/12 MH 70 - 130 %%
72%TCMX (Surrogate Rec) 10/01/12 MH 70 - 130 %%

Herbicides
ND2,4,5-TP 0.2 10/03/12 JRB E515.1ug/L 50
ND2,4-D 0.5 10/03/12 JRB E515.1ug/L 70
NDDalapon 2.2 10/03/12 JRB E515.1ug/L 200
NDDicamba 0.2 10/03/12 JRB E515.1ug/L
NDDinoseb 0.2 10/03/12 JRB E515.1ug/L 7
NDPentachlorophenol 0.04 10/03/12 JRB E515.1ug/L 1
NDPicloram 0.1 10/03/12 JRB E515.1ug/L 500

QA/QC Surrogates
96% DCAA (Surrogate Rec) 10/03/12 JRB 70 - 130 %%

Semivolatile Organic
NDBenzo(a)pyrene 0.044 10/03/12 HM E525.2ug/L 0.2
NDBis(2-ethylhexyl)adipate 1.3 10/03/12 HM E525.2ug/L 400
NDBis(2-ethylhexyl)phthalate 0.60 10/03/12 HM E525.2ug/L 6

QA/QC Surrogates
90% 1,3-Dimethyl-2-nitrobenzene 10/03/12 HM 30 - 130 %%
78% Perylene-d12 10/03/12 HM 30 - 130 %%
93% Triphenylphosphate 10/03/12 HM 30 - 130 %%

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/05/12 H/J E531.2ug/L
NDAldicarb 0.50 10/05/12 H/J E531.2ug/L 3
NDAldicarb Sulfone 0.80 10/05/12 H/J E531.2ug/L 2
NDAldicarb Sulfoxide 0.50 10/05/12 H/J E531.2ug/L 4
NDCarbaryl 0.50 10/05/12 H/J E531.2ug/L
NDCarbofuran 0.90 10/05/12 H/J E531.2ug/L 40
NDMethomyl 0.50 10/05/12 H/J E531.2ug/L
NDOxamyl (Vydate) 2.0 10/05/12 H/J E531.2ug/L 200

QA/QC Surrogates
88% BDMC 10/05/12 H/J E531.2%

< 0.022Endrin 0.022 10/01/12 MH E508ug/L 2
NDDiquat 0.40 10/03/12 * E549.2ug/L S20
NDGlyphosate 6.0 10/01/12 * EPA547ug/L S700
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LB WSFID 00702
Phoenix I.D.: BC74905

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102
Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102

* Methods 547 and 549 analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
October 09, 2012

S = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Johanna Harrington, Project Manager

RL/PQL=Reporting/Pratical Quantitation Level   ND=Not Detected   BRL=Below Reporting Level  (less than the reporting 
level, the lowest amount the laboratory can detect and report.)   MCL = Maximum Contaminant Level   MCLG = Maximum 
Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
406875

09/26/12
LB
see "By" below

Laboratory Data

DIST 6 WSFID 00701

Phoenix ID: BC74906

09/27/12
12:00
16:04

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
October 09, 2012

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBC74904

Client ID:
Project ID: CT0640011

DW
MCL

Sec
Goal

CompletedExtraction 09/28/12 L/D
CompletedExtraction for 525.2 10/03/12 K EPA525.2
CompletedExtraction of DW Pesticides 09/28/12 L/D 508
CompletedExtraction of DW Herbicides 10/02/12 D/D 515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/04/12 JRB 504.1ug/L 0.2
ND1,2-Dibromoethane (EDB) 0.02 10/04/12 JRB 504.1ug/L 0.02

Organophosphorus Pesticides
NDAlachlor 0.44 10/01/12 JRB E507ug/L 2
NDAtrazine 0.22 10/01/12 JRB E507ug/L 3
NDButachlor 0.22 10/01/12 JRB E507ug/L
NDMetolachlor 1.1 10/01/12 JRB E507ug/L
NDMetribuzin 0.22 10/01/12 JRB E507ug/L
NDSimazine 0.15 10/01/12 JRB E507ug/L 4

Pesticides/PCB Screen
NDAldrin 0.044 10/01/12 MH E508ug/L
NDChlordane 0.2 10/01/12 MH E508ug/L 2
NDDieldrin 0.03 10/01/12 MH E508ug/L 0.03
NDHeptachlor 0.088 10/01/12 MH E508ug/L 0.4
NDHeptachlor Epoxide 0.044 10/01/12 MH E508ug/L 0.2
NDHexachlorobenzene 0.22 10/01/12 MH E508ug/L 1
NDHexachlorocyclopentadiene 0.22 10/01/12 MH E508ug/L 50
NDLindane 0.044 10/01/12 MH E508ug/L 0.2
NDMethoxychlor 0.22 10/01/12 MH E508ug/L 40
NDPCB-1016 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1221 (screen) 0.22 10/01/12 MH E508ug/L 0.5
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DIST 6 WSFID 00701
Phoenix I.D.: BC74906

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

NDPCB-1232 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1242 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1248 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1254 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPCB-1260 (screen) 0.22 10/01/12 MH E508ug/L 0.5
NDPropachlor 0.44 10/01/12 MH E508ug/L
NDToxaphene 1.0 10/01/12 MH E508ug/L 3

QA/QC Surrogates
82%DCBP (Surrogate Rec) 10/01/12 MH 70 - 130 %%
78%TCMX (Surrogate Rec) 10/01/12 MH 70 - 130 %%

Herbicides
ND2,4,5-TP 0.2 10/03/12 JRB E515.1ug/L 50
ND2,4-D 0.5 10/03/12 JRB E515.1ug/L 70
NDDalapon 2.2 10/03/12 JRB E515.1ug/L 200
NDDicamba 0.2 10/03/12 JRB E515.1ug/L
NDDinoseb 0.2 10/03/12 JRB E515.1ug/L 7
NDPentachlorophenol 0.04 10/03/12 JRB E515.1ug/L 1
NDPicloram 0.1 10/03/12 JRB E515.1ug/L 500

QA/QC Surrogates
76% DCAA (Surrogate Rec) 10/03/12 JRB 70 - 130 %%

Semivolatile Organic
NDBenzo(a)pyrene 0.044 10/03/12 HM E525.2ug/L 0.2
NDBis(2-ethylhexyl)adipate 1.3 10/03/12 HM E525.2ug/L 400
NDBis(2-ethylhexyl)phthalate 0.60 10/03/12 HM E525.2ug/L 6

QA/QC Surrogates
94% 1,3-Dimethyl-2-nitrobenzene 10/03/12 HM 30 - 130 %%
83% Perylene-d12 10/03/12 HM 30 - 130 %%
95% Triphenylphosphate 10/03/12 HM 30 - 130 %%

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/05/12 H/J E531.2ug/L
NDAldicarb 0.50 10/05/12 H/J E531.2ug/L 3
NDAldicarb Sulfone 0.80 10/05/12 H/J E531.2ug/L 2
NDAldicarb Sulfoxide 0.50 10/05/12 H/J E531.2ug/L 4
NDCarbaryl 0.50 10/05/12 H/J E531.2ug/L
NDCarbofuran 0.90 10/05/12 H/J E531.2ug/L 40
NDMethomyl 0.50 10/05/12 H/J E531.2ug/L
NDOxamyl (Vydate) 2.0 10/05/12 H/J E531.2ug/L 200

QA/QC Surrogates
89% BDMC 10/05/12 H/J E531.2%

< 0.022Endrin 0.022 10/01/12 MH E508ug/L 2
NDDiquat 0.40 10/03/12 * E549.2ug/L S20
NDGlyphosate 6.0 10/01/12 * EPA547ug/L S700
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DIST 6 WSFID 00701
Phoenix I.D.: BC74906

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By Reference

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102
Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102

* Methods 547 and 549 analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
October 09, 2012

S = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Johanna Harrington, Project Manager

RL/PQL=Reporting/Pratical Quantitation Level   ND=Not Detected   BRL=Below Reporting Level  (less than the reporting 
level, the lowest amount the laboratory can detect and report.)   MCL = Maximum Contaminant Level   MCLG = Maximum 
Contaminant Level Goal
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QA/QC Data

Parameter Blank
MS
%

MSD
%

MS
RPD

QA/QC Report
October 09, 2012

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GBC74904

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD
Limits

QA/QC Batch 210620, QC Sample No: BC72203 (BC74904, BC74905, BC74906)

Herbicides - Drinking Water
2,4,5-TP ND 87 89 2.3 70 - 130 20

2,4-D ND 96 102 6.1 70 - 130 20

Dalapon ND 85 90 5.7 70 - 130 20

Dicamba ND 130 130 0.0 70 - 130 20

Dinoseb ND 99 103 4.0 70 - 130 20

Pentachlorophenol ND 96 102 6.1 70 - 130 20

Picloram ND 65 62 4.7 l70 - 130 20

A LCS and LCS Duplicate were performed instead of a matrix spike and matrix spike duplicate.

Comment:

QA/QC Batch 210601, QC Sample No: BC72203 (BC74904, BC74905, BC74906)

Semivolatile Organic Compounds - Drinking Water
Benzo(a)pyrene ND 87 90 3.4 70 - 130 20

Bis(2-ethylhexyl)adipate ND 90 93 3.3 70 - 130 20

Bis(2-ethylhexyl)phthalate ND 100 106 5.8 70 - 130 20

% 1,3-Dimethyl-2-nitrobenzene 95 90 92 2.2 70 - 130 20

% Perylene-d12 86 89 92 3.3 70 - 130 20

% Triphenylphosphate 96 101 102 1.0 70 - 130 20

QA/QC Batch 210054, QC Sample No: BC72426 (BC74904, BC74905, BC74906)

Pesticides - Drinking Water
a-Chlordane ND 82 81 1.2 70 - 130 20

Aldrin ND 70 68 2.9 l70 - 130 20

Chlordane ND N/A N/A NC 70 - 130 20

Dieldrin ND 83 82 1.2 70 - 130 20

g-BHC ND 81 80 1.2 70 - 130 20

g-Chlordane ND 80 80 0.0 70 - 130 20

Heptachlor ND 81 79 2.5 70 - 130 20

Heptachlor epoxide ND 78 77 1.3 70 - 130 20

Methoxychlor ND 120 118 1.7 70 - 130 20

Toxaphene ND N/A N/A NC 70 - 130 20

% DCBP 96 105 104 1.0 70 - 130 20

% TCMX 70 77 74 4.0 70 - 130 20

A LCS and LCS duplicate were performed instead of a matrix spike and matrix spike duplicate, unless otherwise noted.  Alpha and gamma 
chlordane were spiked and analyzed instead of technical chlordane.

Comment:

QA/QC Batch 210443, QC Sample No: BC74905 (BC74904, BC74905, BC74906)

Organophosphorus Pesticides - Drinking Water
Alachlor ND 115 112 2.6 70 - 130 20

Atrazine ND 127 123 3.2 70 - 130 20

Butachlor ND 113 110 2.7 70 - 130 20
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QA/QC Data

Parameter Blank
MS
%

MSD
%

MS
RPD

SDG I.D.: GBC74904

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD
Limits

Metolachlor ND 113 109 3.6 70 - 130 20

Metribuzin ND 138 135 2.2 l70 - 130 20

Simazine ND 124 119 4.1 70 - 130 20

l = This parameter is outside laboratory lcs/lcsd specified recovery limits.

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

October 09, 2012
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference
LCS - Laboratory Control Sample

LCSD - Laboratory Control Sample Duplicate

NC - No Criteria
Intf - Interference

Page 2 of 2



Sample Criteria Exceedences ReportTuesday, October 09, 2012 Page 1 of 1

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GBC74904 - MDCRequested Criteria: None

RL
Criteria

State: CT

#Error*** No Data to Display ***

Phoenix Laboratories does not assume responsibility for the data contained in this report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are made to ensure the 
accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site professional's responsibility 
to determine appropriate compliance.





BJ65997 - BJ65999, BJ66302 - BJ66304

Tuesday, August 18, 2015

Sample ID#s:

Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Project ID: CT0640011

Sincerely yours,

Laboratory Director
Phyllis Shiller

If you have any questions concerning this testing, please do not hesitate to contact 
Phoenix Client Services at ext. 200.

NELAC - #NY11301
CT Lab Registration #PH-0618
MA Lab Registration #MA-CT-007
ME Lab Registration #CT-007
NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003
NY Lab Registration #11301
PA Lab Registration #68-03530
RI Lab Registration #63
VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 
except where indicated.

This report contains results for the parameters tested, under the sampling conditions 
described on the Chain Of Custody, as received by the laboratory.  

A scanned version of the COC form accompanies the analytical report and is an exact 
duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040
Telephone (860) 645-1102   Fax (860) 645-0823



Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

07/30/15
LK
see "By" below

Laboratory Data

00701 DIST 6

Phoenix ID: BJ65997

07/30/15
7:30

15:45

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 07/31/15 W/W E507
CompletedExtraction of DW Pesticides 07/31/15 W/W E508
CompletedExtraction of DW Herbicides 08/03/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/04/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 08/04/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 08/12/15 CE E507ug/L1 2
NDAtrazine 0.10 08/12/15 CE E507ug/L1 3
NDButachlor 0.10 08/12/15 CE E507ug/L1
NDMetolachlor 0.10 08/12/15 CE E507ug/L1
NDMetribuzin 0.10 08/12/15 CE E507ug/L1
NDSimazine 0.070 08/12/15 CE E507ug/L1 4

QA/QC Surrogates
110% 1,3 Dimethyl-2-nitrobenzene 08/12/15 CE 70 - 130 %%1

Pesticides
NDAldrin 0.010 08/09/15 CE E508ug/L1
NDChlordane 0.20 08/09/15 CE E508ug/L1 2
NDDieldrin 0.010 08/09/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 08/09/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 08/09/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 08/09/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 08/09/15 CE E508ug/L1 50
NDLindane 0.010 08/09/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 08/09/15 CE E508ug/L1 40
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00701 DIST 6
Phoenix I.D.: BJ65997

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 08/09/15 CE E508ug/L1
NDToxaphene 1.0 08/09/15 CE E508ug/L1 3

QA/QC Surrogates
105%DCBP (Surrogate Rec) 08/09/15 CE 70 - 130 %%1

PCB Screen
NDPCB-1016 (screen) 0.080 08/04/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 08/04/15 AW E508ug/l1 0.5

QA/QC Surrogates
94%DCBP (Surrogate Rec) 08/04/15 AW 30 - 150 %%1

Herbicides
ND2,4,5-TP 0.044 08/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 08/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 08/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 08/05/15 BB E515.3ug/L1
NDDinoseb 0.044 08/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 08/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 08/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
101% DCAA (Surrogate Rec) 08/05/15 BB 70 - 130 %%1

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 08/03/15 RM E531.2ug/L1
NDAldicarb 0.50 08/03/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 08/03/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 08/03/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 08/03/15 RM E531.2ug/L1
NDCarbofuran 0.90 08/03/15 RM E531.2ug/L1 40
NDMethomyl 0.50 08/03/15 RM E531.2ug/L1
NDOxamyl 2.0 08/03/15 RM E531.2ug/L1 200

QA/QC Surrogates
71% BDMC 08/03/15 RM 70 - 130 %%1
NDEndrin 0.010 08/09/15 CE E508ug/L1 2
ND2,3,7,8-TCDD 5.00 08/11/15 * E1613Bpg/L C

NDDiquat 0.40 08/04/15 * E549.2ug/L C20
NDEndothall 9.0 08/06/15 * E548ug/L C100
NDGlyphosate 6.0 08/06/15 * E547ug/L C700
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00701 DIST 6
Phoenix I.D.: BJ65997

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548), Glyphosate (E547) were analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
August 18, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected  
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)             
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

07/30/15
LK
see "By" below

Laboratory Data

00700 SB

Phoenix ID: BJ65998

07/30/15
9:00

15:45

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 07/31/15 W/W E507
CompletedExtraction of DW Pesticides 07/31/15 W/W E508
CompletedExtraction of DW Herbicides 08/03/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/04/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 08/04/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 08/12/15 CE E507ug/L1 2
NDAtrazine 0.10 08/12/15 CE E507ug/L1 3
NDButachlor 0.10 08/12/15 CE E507ug/L1
NDMetolachlor 0.10 08/12/15 CE E507ug/L1
NDMetribuzin 0.10 08/12/15 CE E507ug/L1
NDSimazine 0.070 08/12/15 CE E507ug/L1 4

QA/QC Surrogates
119% 1,3 Dimethyl-2-nitrobenzene 08/12/15 CE 70 - 130 %%1

Pesticides
NDAldrin 0.010 08/09/15 CE E508ug/L1
NDChlordane 0.20 08/09/15 CE E508ug/L1 2
NDDieldrin 0.010 08/09/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 08/09/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 08/09/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 08/09/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 08/09/15 CE E508ug/L1 50
NDLindane 0.010 08/09/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 08/09/15 CE E508ug/L1 40
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00700 SB
Phoenix I.D.: BJ65998

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 08/09/15 CE E508ug/L1
NDToxaphene 1.0 08/09/15 CE E508ug/L1 3

QA/QC Surrogates
105%DCBP (Surrogate Rec) 08/09/15 CE 70 - 130 %%1

PCB Screen
NDPCB-1016 (screen) 0.080 08/04/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 08/04/15 AW E508ug/l1 0.5

QA/QC Surrogates
98%DCBP (Surrogate Rec) 08/04/15 AW 30 - 150 %%1

Herbicides
ND2,4,5-TP 0.044 08/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 08/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 08/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 08/05/15 BB E515.3ug/L1
NDDinoseb 0.044 08/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 08/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 08/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
96% DCAA (Surrogate Rec) 08/05/15 BB 70 - 130 %%1

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 08/04/15 RM E531.2ug/L1
NDAldicarb 0.50 08/04/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 08/04/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 08/04/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 08/04/15 RM E531.2ug/L1
NDCarbofuran 0.90 08/04/15 RM E531.2ug/L1 40
NDMethomyl 0.50 08/04/15 RM E531.2ug/L1
NDOxamyl 2.0 08/04/15 RM E531.2ug/L1 200

QA/QC Surrogates
72% BDMC 08/04/15 RM 70 - 130 %%1
NDEndrin 0.010 08/09/15 CE E508ug/L1 2
ND2,3,7,8-TCDD 5.00 08/11/15 * E1613Bpg/L C

NDDiquat 0.40 08/04/15 * E549.2ug/L C20
NDEndothall 9.0 08/06/15 * E548ug/L C100
NDGlyphosate 6.0 08/06/15 * E547ug/L C700
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00700 SB
Phoenix I.D.: BJ65998

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548), Glyphosate (E547) were analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
August 18, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected  
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)             
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

07/30/15
LK
see "By" below

Laboratory Data

00702 LB

Phoenix ID: BJ65999

07/30/15
9:15

15:45

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 07/31/15 W/W E507
CompletedExtraction of DW Pesticides 07/31/15 W/W E508
CompletedExtraction of DW Herbicides 08/03/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/05/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 08/05/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 08/12/15 CE E507ug/L1 2
NDAtrazine 0.10 08/12/15 CE E507ug/L1 3
NDButachlor 0.10 08/12/15 CE E507ug/L1
NDMetolachlor 0.10 08/12/15 CE E507ug/L1
NDMetribuzin 0.10 08/12/15 CE E507ug/L1
NDSimazine 0.070 08/12/15 CE E507ug/L1 4

QA/QC Surrogates
124% 1,3 Dimethyl-2-nitrobenzene 08/12/15 CE 70 - 130 %%1

Pesticides
NDAldrin 0.010 08/09/15 CE E508ug/L1
NDChlordane 0.20 08/09/15 CE E508ug/L1 2
NDDieldrin 0.010 08/09/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 08/09/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 08/09/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 08/09/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 08/09/15 CE E508ug/L1 50
NDLindane 0.010 08/09/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 08/09/15 CE E508ug/L1 40
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00702 LB
Phoenix I.D.: BJ65999

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 08/09/15 CE E508ug/L1
NDToxaphene 1.0 08/09/15 CE E508ug/L1 3

QA/QC Surrogates
112%DCBP (Surrogate Rec) 08/09/15 CE 70 - 130 %%1

PCB Screen
NDPCB-1016 (screen) 0.080 08/04/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 08/04/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 08/04/15 AW E508ug/l1 0.5

QA/QC Surrogates
91%DCBP (Surrogate Rec) 08/04/15 AW 30 - 150 %%1

Herbicides
ND2,4,5-TP 0.044 08/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 08/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 08/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 08/05/15 BB E515.3ug/L1
NDDinoseb 0.044 08/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 08/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 08/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
104% DCAA (Surrogate Rec) 08/05/15 BB 70 - 130 %%1

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 08/04/15 RM E531.2ug/L1
NDAldicarb 0.50 08/04/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 08/04/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 08/04/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 08/04/15 RM E531.2ug/L1
NDCarbofuran 0.90 08/04/15 RM E531.2ug/L1 40
NDMethomyl 0.50 08/04/15 RM E531.2ug/L1
NDOxamyl 2.0 08/04/15 RM E531.2ug/L1 200

QA/QC Surrogates
71% BDMC 08/04/15 RM 70 - 130 %%1
NDEndrin 0.010 08/09/15 CE E508ug/L1 2
ND2,3,7,8-TCDD 5.00 08/11/15 * E1613Bpg/L C

NDDiquat 0.40 08/04/15 * E549.2ug/L C20
NDEndothall 9.0 08/07/15 * E548ug/L C100
NDGlyphosate 6.0 08/06/15 * E547ug/L C700
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00702 LB
Phoenix I.D.: BJ65999

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548), Glyphosate (E547) were analyzed by CT certified lab #PH-0465.

Phyllis Shiller, Laboratory Director
August 18, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected  
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)             
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

WATER
MDC
Standard
408945

07/30/15
LB
see "By" below

Laboratory Data

00701 DIST 6 TRIP BLANK

Phoenix ID: BJ66302

07/31/15 0:00

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt

1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

Dilution

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/04/15 JRB E504.1ug/L 1
ND1,2-Dibromoethane (EDB) 0.01 08/04/15 JRB E504.1ug/L 1

Comments:

TRIP BLANK INCLUDED

Phyllis Shiller, Laboratory Director
August 18, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  ND=Not Detected   BRL=Below Reporting Level
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

WATER
MDC
Standard
408945

07/30/15
LB
see "By" below

Laboratory Data

00700-SB-TRIP BLANK

Phoenix ID: BJ66303

07/31/15 0:00

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt

1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

Dilution

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/04/15 JRB E504.1ug/L 1
ND1,2-Dibromoethane (EDB) 0.01 08/04/15 JRB E504.1ug/L 1

Comments:

TRIP BLANK INCLUDED

Phyllis Shiller, Laboratory Director
August 18, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  ND=Not Detected   BRL=Below Reporting Level
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

WATER
MDC
Standard
408945

07/30/15
LB
see "By" below

Laboratory Data

00702-LB TRIP BLANK

Phoenix ID: BJ66304

07/31/15 0:00

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt

1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
August 18, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBJ65997

Client ID:
Project ID: CT0640011

Dilution

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 08/04/15 JRB E504.1ug/L 1
ND1,2-Dibromoethane (EDB) 0.01 08/04/15 JRB E504.1ug/L 1

Comments:

TRIP BLANK INCLUDED

Phyllis Shiller, Laboratory Director
August 18, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  ND=Not Detected   BRL=Below Reporting Level
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QA/QC Data

Parameter
            Blk
Blank   RL

MS
%

MSD
%

MS
RPD

QA/QC Report
August 18, 2015

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GBJ65997

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD

Limits

QA/QC Batch 315784 (ug/L), QC Sample No: BJ63762 (BJ65997, BJ65998)

Herbicides - Drinking Water
2,4,5-TP ND 93 70 - 130 200.020

2,4-D ND 86 70 - 130 200.010

Dalapon ND 79 70 - 130 200.10

Dicamba ND 118 70 - 130 200.040

Dinoseb ND 111 70 - 130 200.020

Pentachlorophenol ND 133 l70 - 130 200.004

Picloram ND 95 70 - 130 200.010

% DCAA (Surrogate Rec) 110 110 70 - 130 20%

Pentachlorophenol recovered high in the LCS, The associated samples were all ND for this analyte
The MS was not reported, The BLK and LCS both passed

Comment:

QA/QC Batch 315601 (ug/L), QC Sample No: BJ63762 (BJ65997, BJ65998, BJ65999)

Organophosphorus Pesticides - Drinking Water
Alachlor 108ND 103 70 - 130 200.10

Atrazine 115ND 109 70 - 130 200.10

Butachlor 111ND 107 70 - 130 200.10

Metolachlor 103ND 100 70 - 130 200.10

Metribuzin 122ND 123 70 - 130 200.10

Simazine 123ND 117 70 - 130 200.070

% 1,3 Dimethyl-2-nitrobenzene 9795 92 70 - 130 20%

QA/QC Batch 315603 (ug/L), QC Sample No: BJ63961 (BJ65997, BJ65998)

Pesticides - Drinking Water
a-Chlordane 101ND 98 70 - 130 200.010

Aldrin 95ND 86 70 - 130 200.010

Chlordane NAND NA 70 - 130 200.10

Dieldrin 107ND 106 70 - 130 200.010

Endrin 116ND 108 70 - 130 200.010

g-BHC 105ND 104 70 - 130 200.010

g-Chlordane 99ND 100 70 - 130 200.010

Heptachlor 98ND 90 70 - 130 200.010

Heptachlor epoxide 99ND 93 70 - 130 200.010

Hexachlorobenzene 74ND 76 70 - 130 200.010

Hexachlorocyclopentadiene 67ND 52 l,m70 - 130 200.010

Methoxychlor 108ND 105 70 - 130 200.010

Propachlor NAND 77 70 - 130 200.010

Toxaphene NAND NA 70 - 130 200.40

% DCBP 10887 72 70 - 130 20%

QA/QC Batch 315821 (ug/L), QC Sample No: BJ64368 (BJ65997, BJ65998, BJ65999, BJ66302, BJ66303, BJ66304)

EDB and DBCP Analysis - Drinking Water
1,2-Dibromo-3-Chloropropane (DB 126 105ND 18.2126 119 5.7 70 - 130 200.02

Page 1 of 3



QA/QC Data

Parameter
            Blk
Blank   RL

MS
%

MSD
%

MS
RPD

SDG I.D.: GBJ65997

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD

Limits

1,2-Dibromoethane  (EDB) 99 95ND 4.1125 117 6.6 70 - 130 200.01

QA/QC Batch 315604 (ug/L), QC Sample No: BJ66001 (BJ65999)

Pesticides - Drinking Water
a-Chlordane 97ND 96 70 - 130 200.010

Aldrin 94ND 83 70 - 130 200.010

Chlordane NAND NA 70 - 130 200.10

Dieldrin 105ND 104 70 - 130 200.010

Endrin 111ND 107 70 - 130 200.010

g-BHC 106ND 99 70 - 130 200.010

g-Chlordane 96ND 96 70 - 130 200.010

Heptachlor 97ND 88 70 - 130 200.010

Heptachlor epoxide 95ND 94 70 - 130 200.010

Hexachlorobenzene 78ND 74 70 - 130 200.010

Hexachlorocyclopentadiene 111ND 50 l70 - 130 200.010

Methoxychlor 98ND 103 70 - 130 200.010

Propachlor 72ND 75 70 - 130 200.010

Toxaphene NAND NA 70 - 130 200.40

% DCBP 10384 71 70 - 130 20%

QA/QC Batch 315786 (ug/L), QC Sample No: BJ66122 (BJ65999)

Herbicides - Drinking Water
2,4,5-TP 96ND 93 70 - 130 200.020

2,4-D 84ND 86 70 - 130 200.010

Dalapon 73ND 79 70 - 130 200.10

Dicamba 118ND 118 70 - 130 200.040

Dinoseb 117ND 111 70 - 130 200.020

Pentachlorophenol 137ND 133 l,m70 - 130 200.004

Picloram 97ND 95 70 - 130 200.010

% DCAA (Surrogate Rec) 108110 110 70 - 130 20%

Pentachlorophenol recovered high in the LCS and MS, The associated samples were all ND for this analyte

Comment:

QA/QC Batch 316256 (ug/L), QC Sample No: BJ66122 (BJ65997, BJ65998, BJ65999)

Carbamates HPLC - Drinking Water
3-Hydroxycarbofuran 81 93ND 13.884 80 4.9 70 - 130 200.50

Aldicarb 95 113ND 17.398 99 1.0 70 - 130 200.50

Aldicarb Sulfone 89 103ND 14.684 82 2.4 70 - 130 200.80

Aldicarb Sulfoxide 89 101ND 12.688 86 2.3 70 - 130 200.50

Carbaryl 88 97ND 9.786 83 3.6 70 - 130 200.50

Carbofuran 99 113ND 13.2105 97 7.9 70 - 130 200.90

Methomyl 94 107ND 12.994 93 1.1 70 - 130 200.50

Oxamyl 85 98ND 14.286 83 3.6 70 - 130 202.0

% BDMC 73 7070 4.272 76 5.4 70 - 130 20%

l = This parameter is outside laboratory lcs/lcsd specified recovery limits.
m = This parameter is outside laboratory ms/msd specified recovery limits.
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QA/QC Data

Parameter
            Blk
Blank   RL

MS
%

MSD
%

MS
RPD

SDG I.D.: GBJ65997

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD

Limits

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

August 18, 2015
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference

LCS - Laboratory Control Sample
LCSD - Laboratory Control Sample Duplicate

NC - No Criteria
Intf - Interference
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Sample Criteria Exceedences ReportTuesday, August 18, 2015 Page 1 of 1

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GBJ65997 - MDCCriteria: None

RL
Criteria

State: CT

#Error*** No Data to Display ***

Phoenix Laboratories does not assume responsibility for the data contained in this report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are made to 
ensure the accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site 
professional's responsibility to determine appropriate compliance.















1

Bobbi - Phoenixlabs

From: Bobbi - Phoenixlabs [bobbi@phoenixlabs.com]
Sent: Friday, August 14, 2015 12:55 PM
To: spratt@themdc.com
Cc: 'Bobbi - Phoenixlabs'
Subject: Problem with SOC samples

Importance: High

Attachments: GBJ65997-ChainofCustody-1-001.pdf
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BK12467 - BK12472

Friday, November 06, 2015

Sample ID#s:

Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Project ID: CT0640011

Sincerely yours,

Laboratory Director
Phyllis Shiller

If you have any questions concerning this testing, please do not hesitate to contact 
Phoenix Client Services at ext. 200.

NELAC - #NY11301
CT Lab Registration #PH-0618
MA Lab Registration #MA-CT-007
ME Lab Registration #CT-007
NH Lab Registration #213693-A,B

NJ Lab Registration #CT-003
NY Lab Registration #11301
PA Lab Registration #68-03530
RI Lab Registration #63
VT Lab Registration #VT11301

This laboratory is in compliance with the NELAC requirements of procedures used 
except where indicated.

This report contains results for the parameters tested, under the sampling conditions 
described on the Chain Of Custody, as received by the laboratory.  

A scanned version of the COC form accompanies the analytical report and is an exact 
duplicate of the original.

587 East Middle Turnpike, P.O. Box 370, Manchester, CT 06040
Telephone (860) 645-1102   Fax (860) 645-0823



Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

00700 SB

Phoenix ID: BK12467

10/22/15
9:10

16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 10/23/15 W/W E507
CompletedExtraction of DW Pesticides 10/23/15 W/W E508
CompletedExtraction of DW Herbicides 11/04/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 10/28/15 CE E507ug/L1 2
NDAtrazine 0.10 10/28/15 CE E507ug/L1 3
NDButachlor 0.10 10/28/15 CE E507ug/L1
NDMetolachlor 0.10 10/28/15 CE E507ug/L1
NDMetribuzin 0.10 10/28/15 CE E507ug/L1
NDSimazine 0.070 10/28/15 CE E507ug/L1 4

QA/QC Surrogates
70% 1,3 Dimethyl-2-nitrobenzene 10/28/15 CE 70 - 130 %%1 NA NA

Pesticides
NDAldrin 0.010 10/27/15 CE E508ug/L1
NDChlordane 0.20 10/27/15 CE E508ug/L1 2
NDDieldrin 0.010 10/27/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 10/27/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 10/27/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 10/27/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 10/27/15 CE E508ug/L1 50
NDLindane 0.010 10/27/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 10/27/15 CE E508ug/L1 40
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00700 SB
Phoenix I.D.: BK12467

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 10/27/15 CE E508ug/L1
NDToxaphene 1.0 10/27/15 CE E508ug/L1 3

QA/QC Surrogates
93%DCBP (Surrogate Rec) 10/27/15 CE 70 - 130 %%1 NA NA

PCB Screen
NDPCB-1016 (screen) 0.080 10/26/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 10/26/15 AW E508ug/l1 0.5

QA/QC Surrogates
98%DCBP (Surrogate Rec) 10/26/15 AW 30 - 150 %%1 NA NA

Herbicides
ND2,4,5-TP 0.044 11/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 11/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 11/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 11/05/15 BB E515.3ug/L1
NDDinoseb 0.044 11/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 11/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 11/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
91% DCAA (Surrogate Rec) 11/05/15 BB 70 - 130 %%1 NA NA

Semivolatile Organic
NDBenzo(a)pyrene 0.02 10/27/15 * E525.2ug/L C1 0.2
NDBis(2-ethylhexyl)adipate 0.6 10/27/15 * E525.2ug/L C1 400
NDBis(2-ethylhexyl)phthalate 0.6 10/27/15 * E525.2ug/L C1 6

QA/QC Surrogates
98% 1,3-Dimethyl-2-nitrobenzene 10/27/15 * 70 - 130 %% C1 NA NA
99% Pyrene-d10 10/27/15 * 70 - 130 %% C1 NA NA
120% Triphenylphosphate 10/27/15 * 70 - 130 %% C1 NA NA

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/26/15 RM E531.2ug/L1
NDAldicarb 0.50 10/26/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 10/26/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 10/26/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 10/26/15 RM E531.2ug/L1
NDCarbofuran 0.90 10/26/15 RM E531.2ug/L1 40
NDMethomyl 0.50 10/26/15 RM E531.2ug/L1
NDOxamyl 2.0 10/26/15 RM E531.2ug/L1 200

QA/QC Surrogates
90% BDMC 10/26/15 RM 70 - 130 %%1 NA NA
NDDiquat 0.40 10/26/15 * E549.2ug/L C1 20
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00700 SB
Phoenix I.D.: BK12467

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDEndrin 0.010 10/27/15 CE E508ug/L1 2

Endothall
NDEndothall 9.0 10/27/15 * E548.1ug/L C100
ND2,3,7,8-TCDD 5.00 10/31/15 * E1613Bpg/L C

NDGlyphosate 6.0 10/28/15 * E547ug/L C700

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

* See Attached.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548.1), Glyphosate (E547), Semivolatile Organic (E525.2) were analyzed by CT certified lab #PH-
0465.

Phyllis Shiller, Laboratory Director
November 06, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

00701 DIST 6

Phoenix ID: BK12468

10/22/15
11:00
16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 10/23/15 W/W E507
CompletedExtraction of DW Pesticides 10/23/15 W/W E508
CompletedExtraction of DW Herbicides 11/04/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 10/28/15 CE E507ug/L1 2
NDAtrazine 0.10 10/28/15 CE E507ug/L1 3
NDButachlor 0.10 10/28/15 CE E507ug/L1
NDMetolachlor 0.10 10/28/15 CE E507ug/L1
NDMetribuzin 0.10 10/28/15 CE E507ug/L1
NDSimazine 0.070 10/28/15 CE E507ug/L1 4

QA/QC Surrogates
73% 1,3 Dimethyl-2-nitrobenzene 10/28/15 CE 70 - 130 %%1 NA NA

Pesticides
NDAldrin 0.010 10/27/15 CE E508ug/L1
NDChlordane 0.20 10/27/15 CE E508ug/L1 2
NDDieldrin 0.010 10/27/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 10/27/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 10/27/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 10/27/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 10/27/15 CE E508ug/L1 50
NDLindane 0.010 10/27/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 10/27/15 CE E508ug/L1 40
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00701 DIST 6
Phoenix I.D.: BK12468

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 10/27/15 CE E508ug/L1
NDToxaphene 1.0 10/27/15 CE E508ug/L1 3

QA/QC Surrogates
93%DCBP (Surrogate Rec) 10/27/15 CE 70 - 130 %%1 NA NA

PCB Screen
NDPCB-1016 (screen) 0.080 10/26/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 10/26/15 AW E508ug/l1 0.5

QA/QC Surrogates
100%DCBP (Surrogate Rec) 10/26/15 AW 30 - 150 %%1 NA NA

Herbicides
ND2,4,5-TP 0.044 11/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 11/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 11/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 11/05/15 BB E515.3ug/L1
NDDinoseb 0.044 11/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 11/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 11/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
90% DCAA (Surrogate Rec) 11/05/15 BB 70 - 130 %%1 NA NA

Semivolatile Organic
NDBenzo(a)pyrene 0.02 10/27/15 * E525.2ug/L C1 0.2
NDBis(2-ethylhexyl)adipate 0.6 10/27/15 * E525.2ug/L C1 400
NDBis(2-ethylhexyl)phthalate 0.6 10/27/15 * E525.2ug/L C1 6

QA/QC Surrogates
98% 1,3-Dimethyl-2-nitrobenzene 10/27/15 * 70 - 130 %% C1 NA NA
105% Pyrene-d10 10/27/15 * 70 - 130 %% C1 NA NA
126% Triphenylphosphate 10/27/15 * 70 - 130 %% C1 NA NA

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/26/15 RM E531.2ug/L1
NDAldicarb 0.50 10/26/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 10/26/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 10/26/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 10/26/15 RM E531.2ug/L1
NDCarbofuran 0.90 10/26/15 RM E531.2ug/L1 40
NDMethomyl 0.50 10/26/15 RM E531.2ug/L1
NDOxamyl 2.0 10/26/15 RM E531.2ug/L1 200

QA/QC Surrogates
88% BDMC 10/26/15 RM 70 - 130 %%1 NA NA
NDDiquat 0.40 10/26/15 * E549.2ug/L C1 20
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00701 DIST 6
Phoenix I.D.: BK12468

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDEndrin 0.010 10/27/15 CE E508ug/L1 2

Endothall
NDEndothall 9.0 10/27/15 * E548.1ug/L C100
ND2,3,7,8-TCDD 5.00 10/31/15 * E1613Bpg/L C

NDGlyphosate 6.0 10/28/15 * E547ug/L C700

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

* See Attached.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548.1), Glyphosate (E547), Semivolatile Organic (E525.2) were analyzed by CT certified lab #PH-
0465.

Phyllis Shiller, Laboratory Director
November 06, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

00702 LB

Phoenix ID: BK12469

10/22/15
9:20

16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

CompletedExtraction for Pesticides 10/23/15 W/W E507
CompletedExtraction of DW Pesticides 10/23/15 W/W E508
CompletedExtraction of DW Herbicides 11/04/15 D/D E515

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Organophosphorus Pesticides
NDAlachlor 0.10 10/29/15 CE E507ug/L1 2
NDAtrazine 0.10 10/29/15 CE E507ug/L1 3
NDButachlor 0.10 10/29/15 CE E507ug/L1
NDMetolachlor 0.10 10/29/15 CE E507ug/L1
NDMetribuzin 0.10 10/29/15 CE E507ug/L1
NDSimazine 0.070 10/29/15 CE E507ug/L1 4

QA/QC Surrogates
73% 1,3 Dimethyl-2-nitrobenzene 10/29/15 CE 70 - 130 %%1 NA NA

Pesticides
NDAldrin 0.010 10/27/15 CE E508ug/L1
NDChlordane 0.20 10/27/15 CE E508ug/L1 2
NDDieldrin 0.010 10/27/15 CE E508ug/L1 0.03
NDHeptachlor 0.010 10/27/15 CE E508ug/L1 0.4
NDHeptachlor Epoxide 0.010 10/27/15 CE E508ug/L1 0.2
NDHexachlorobenzene 0.020 10/27/15 CE E508ug/L1 1
NDHexachlorocyclopentadiene 0.020 10/27/15 CE E508ug/L1 50
NDLindane 0.010 10/27/15 CE E508ug/L1 0.2
NDMethoxychlor 0.020 10/27/15 CE E508ug/L1 40
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00702 LB
Phoenix I.D.: BK12469

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDPropachlor 0.050 10/27/15 CE E508ug/L1
NDToxaphene 1.0 10/27/15 CE E508ug/L1 3

QA/QC Surrogates
82%DCBP (Surrogate Rec) 10/27/15 CE 70 - 130 %%1 NA NA

PCB Screen
NDPCB-1016 (screen) 0.080 10/26/15 AW E508ug/l1 0.5
NDPCB-1221 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1232 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1242 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1248 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1254 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1260 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1262 (screen) 0.10 10/26/15 AW E508ug/l1 0.5
NDPCB-1268 (screen) 0.10 10/26/15 AW E508ug/l1 0.5

QA/QC Surrogates
98%DCBP (Surrogate Rec) 10/26/15 AW 30 - 150 %%1 NA NA

Herbicides
ND2,4,5-TP 0.044 11/05/15 BB E515.3ug/L1 50
ND2,4-D 0.022 11/05/15 BB E515.3ug/L1 70
NDDalapon 0.22 11/05/15 BB E515.3ug/L1 200
NDDicamba 0.088 11/05/15 BB E515.3ug/L1
NDDinoseb 0.044 11/05/15 BB E515.3ug/L1 7
NDPentachlorophenol 0.009 11/05/15 BB E515.3ug/L1 1
NDPicloram 0.022 11/05/15 BB E515.3ug/L1 500

QA/QC Surrogates
85% DCAA (Surrogate Rec) 11/05/15 BB 70 - 130 %%1 NA NA

Semivolatile Organic
NDBenzo(a)pyrene 0.02 10/27/15 * E525.2ug/L C1 0.2
NDBis(2-ethylhexyl)adipate 0.6 10/27/15 * E525.2ug/L C1 400
NDBis(2-ethylhexyl)phthalate 0.6 10/27/15 * E525.2ug/L C1 6

QA/QC Surrogates
98% 1,3-Dimethyl-2-nitrobenzene 10/27/15 * 70 - 130 %% C1 NA NA
99% Pyrene-d10 10/27/15 * 70 - 130 %% C1 NA NA
127% Triphenylphosphate 10/27/15 * 70 - 130 %% C1 NA NA

Carbamates HPLC
ND3-Hydroxycarbofuran 0.50 10/26/15 RM E531.2ug/L1
NDAldicarb 0.50 10/26/15 RM E531.2ug/L1 3
NDAldicarb Sulfone 0.80 10/26/15 RM E531.2ug/L1 2
NDAldicarb Sulfoxide 0.50 10/26/15 RM E531.2ug/L1 4
NDCarbaryl 0.50 10/26/15 RM E531.2ug/L1
NDCarbofuran 0.90 10/26/15 RM E531.2ug/L1 40
NDMethomyl 0.50 10/26/15 RM E531.2ug/L1
NDOxamyl 2.0 10/26/15 RM E531.2ug/L1 200

QA/QC Surrogates
94% BDMC 10/26/15 RM 70 - 130 %%1 NA NA
NDDiquat 0.40 10/26/15 * E549.2ug/L C1 20
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00702 LB
Phoenix I.D.: BK12469

Client ID:
CT0640011Project ID:

Parameter Result
RL/
PQL Units Date/Time By ReferenceDIL

DW
MCL

Sec
Goal

NDEndrin 0.010 10/27/15 CE E508ug/L1 2

Endothall
NDEndothall 9.0 10/27/15 * E548.1ug/L C100
ND2,3,7,8-TCDD 5.00 10/31/15 * E1613Bpg/L C

NDGlyphosate 6.0 10/28/15 * E547ug/L C700

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

* See Attached.

515.3 Analysis Comment:
The EPA required detection limits are below the laboratory established detection limits. (The 515.3 method has an expected 
detection limit higher then the EPA required detection limits).

2,3,7,8-TCDD (E1613B) was analyzed by CT certified lab #PH-0256.
Diquat (E549.2), Endothall (E548.1), Glyphosate (E547), Semivolatile Organic (E525.2) were analyzed by CT certified lab #PH-
0465.

Phyllis Shiller, Laboratory Director
November 06, 2015

C = This parameter is subcontracted.

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
QA/QC Surrogates: Surrogates are compounds (preceeded with a %) added by the lab to determine analysis efficiency.  Surrogate 
results(%) listed in the report are not "detected" compounds.
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

504 TB 00700 SB

Phoenix ID: BK12470

10/22/15
9:10

16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

Phyllis Shiller, Laboratory Director
November 06, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

504 TB 00701

Phoenix ID: BK12471

10/22/15
9:10

16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

Phyllis Shiller, Laboratory Director
November 06, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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Sample Information Custody Information
Matrix:
Location Code:
Rush Request:
P.O.#:

Collected by:
Received by:
Analyzed by:

DRINKING WATER
MDC
Standard
408945

10/22/15
SW
see "By" below

Laboratory Data

504 TB 00702

Phoenix ID: BK12472

10/22/15
9:10

16:12

Parameter Result
RL/
PQL Units Date/Time By Reference

FOR: Attn: Mr. Steve Pratt
The Metropolitan District
1420 Farmington Avenue
West Hartford, CT 06107

Analysis Report
November 06, 2015

Date Time

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG ID: GBK12467

Client ID:
Project ID: CT0640011

DIL
DW
MCL

Sec
Goal

EDB and DBCP Analysis
ND1,2-Dibromo-3-Chloropropane 0.02 10/27/15 JRB E504.1ug/L1 0.2
ND1,2-Dibromoethane (EDB) 0.01 10/27/15 JRB E504.1ug/L1 0.02

Comments:

Maximum Contaminant Level (Lower of): 40 CFR Part 141;  CT Public Health Code 19-13-B102. The highest level of a contaminant 
that is allowed in drinking water. MCLs are enforceable standards. 

Secondary DW Maximum Contaminant Level Goal (MCLG): (Lower of): 40 CFR Part 143;  CT Public Health Code 19-13-B102. The 
level of a contaminant in drinking water below which there is no known or expected risk to health. MCLGs are non-enforceable 
public health goals.

Phyllis Shiller, Laboratory Director
November 06, 2015

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.
This report must not be reproduced except in full as defined by the attached chain of custody.

Reviewed and Released by: Bobbi Aloisa, Vice President

RL/PQL=Reporting/Practical Quantitation Level  DIL=Dilution (analysis required diluting to evaluate)  ND=Not Detected
BRL=Below Reporting Level  (less than the reporting level, the lowest amount the laboratory can detect and report.)
MCL = Maximum Contaminant Level   MCLG = Maximum Contaminant Level Goal
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QA/QC Data

Parameter
            Blk
Blank   RL

MS
%

MSD
%

MS
RPD

QA/QC Report
November 06, 2015

587 East Middle Turnpike, P.O.Box 370, Manchester, CT 06045
              Tel. (860) 645-1102            Fax (860) 645-0823

Environmental Laboratories, Inc.

SDG I.D.: GBK12467

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD

Limits

QA/QC Batch 324515 (ug/L), QC Sample No: BK10221 (BK12467, BK12468, BK12469)

Organophosphorus Pesticides - Drinking Water
Alachlor 96ND 99 70 - 130 200.10

Atrazine 105ND 106 70 - 130 200.10

Butachlor 91ND 95 70 - 130 200.10

Metolachlor 92ND 96 70 - 130 200.10

Metribuzin 106ND 108 70 - 130 200.10

Simazine 112ND 113 70 - 130 200.070

% 1,3 Dimethyl-2-nitrobenzene 9883 96 70 - 130 20%

QA/QC Batch 324746 (ug/L), QC Sample No: BK11370 (BK12467, BK12468, BK12469, BK12470, BK12471, BK12472)

EDB and DBCP Analysis - Drinking Water
1,2-Dibromo-3-Chloropropane (DB 94 93ND 1.197 89 8.6 70 - 130 200.02

1,2-Dibromoethane  (EDB) 103 102ND 1.098 100 2.0 70 - 130 200.01

QA/QC Batch 325685 (ug/L), QC Sample No: BK12467 (BK12467, BK12468, BK12469)

Herbicides - Drinking Water
2,4,5-TP 96ND 99 70 - 130 200.020

2,4-D 108ND 109 70 - 130 200.010

Dalapon 104ND 102 70 - 130 200.10

Dicamba 98ND 103 70 - 130 200.040

Dinoseb 100ND 105 70 - 130 200.020

Pentachlorophenol 101ND 102 70 - 130 200.004

Picloram 103ND 107 70 - 130 200.010

% DCAA (Surrogate Rec) 87101 94 70 - 130 20%

QA/QC Batch 324517 (ug/L), QC Sample No: BK12467 (BK12467, BK12468, BK12469)

Pesticides - Drinking Water
a-Chlordane 97ND 100 70 - 130 200.010

Aldrin 83ND 81 70 - 130 200.010

Chlordane 93ND 96 70 - 130 200.10

Dieldrin 102ND 106 70 - 130 200.010

Endrin 103ND 105 70 - 130 200.010

g-BHC 100ND 103 70 - 130 200.010

g-Chlordane 93ND 96 70 - 130 200.010

Heptachlor 108ND 110 70 - 130 200.010

Heptachlor epoxide 88ND 91 70 - 130 200.010

Hexachlorobenzene 71ND 73 70 - 130 200.010

Hexachlorocyclopentadiene 88ND 83 70 - 130 200.010

Methoxychlor 126ND 121 70 - 130 200.010

Propachlor 85ND 97 70 - 130 200.010

Toxaphene NAND NA 70 - 130 200.40

% DCBP 8749 64 l70 - 130 20%

Page 1 of 2



QA/QC Data

Parameter
            Blk
Blank   RL

MS
%

MSD
%

MS
RPD

SDG I.D.: GBK12467

LCS
%

LCSD
%

LCS
RPD

%
Rec

Limits

%
RPD

Limits

QA/QC Batch 324940 (ug/L), QC Sample No: BK12619 (BK12467, BK12468, BK12469)

Carbamates HPLC - Drinking Water
3-Hydroxycarbofuran 80 79ND 1.374 73 1.4 70 - 130 200.50

Aldicarb 95 94ND 1.185 91 6.8 70 - 130 200.50

Aldicarb Sulfone 88 91ND 3.472 84 15.4 70 - 130 200.80

Aldicarb Sulfoxide 84 85ND 1.270 80 13.3 70 - 130 200.50

Carbaryl 84 81ND 3.673 81 10.4 70 - 130 200.50

Carbofuran 95 99ND 4.187 94 7.7 70 - 130 200.90

Methomyl 99 94ND 5.284 89 5.8 70 - 130 200.50

Oxamyl 82 79ND 3.772 76 5.4 70 - 130 202.0

% BDMC 88 7873 12.087 84 3.5 70 - 130 20%

l = This parameter is outside laboratory LCS/LCSD specified recovery limits.

MS - Matrix Spike
Phyllis Shiller, Laboratory Director

If there are any questions regarding this data, please call Phoenix Client Services at extension 200.

November 06, 2015
MS Dup - Matrix Spike Duplicate

RPD - Relative Percent Difference
LCS - Laboratory Control Sample

LCSD - Laboratory Control Sample Duplicate

NC - No Criteria

Intf - Interference
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Sample Criteria Exceedences ReportFriday, November 06, 2015 Page 1 of 1

Acode Phoenix Analyte CriteriaResult RLSampNo
Analysis

UnitsCriteria

GBK12467 - MDCCriteria: None

RL
Criteria

State: CT

#Error*** No Data to Display ***

Phoenix Laboratories does not assume responsibility for the data contained in this report.  It is provided as an additional tool to identify requested criteria exceedences.  All efforts are made to 
ensure the accuracy of the data (obtained from appropriate agencies).  A lack of exceedence information does not necessarily suggest conformance to the criteria.  It is ultimately the site 
professional's responsibility to determine appropriate compliance.
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